


Minimum Plumbing Fixture Calculations per IBC

N
O

. O
F 

P
E

R
S

O
N

S

P
E

R
C

E
N

T 
M

A
LE

S

P
E

R
C

E
N

T 
FE

M
A

LE
S

N
O

. O
F 

M
A

LE
S

N
O

. O
F 

FE
M

A
LE

S

M
A

LE
 W

C

M
A

LE
 U

R
IN

A
L 

(u
p 

to
)

M
A

LE
 L

A
V

FE
M

A
LE

 W
C

FE
M

A
LE

 L
A

V

D
R

IN
K

IN
G

 F
O

U
N

TA
IN

S

S
H

O
W

E
R

S
 B

A
TH

TU
B

S

O
TH

E
R

S

B

Buildings for the 
transaction of 
business, 
professional 
services, other 
services involving 
merchandise, office 
buildings, banks, 
light industrial and 
similar uses 125 50 50 63 63 2.3 1.1 1.6 2.3 1.6 1.3 1 service sink

63 63 3 2 2 3 2 2 0TOTALS

CODE REVIEW

FEDERAL

FIRM NAME LICENSE NUMBER TELEPHONE
NAGEL ARCHITECTS GREG NAGEL A-9635 262-641-0746

IBC ENGINEERING TOM KING 262-549-1190
IBC ENGINEERING TOM KING 262-549-1191
IBC ENGINEERING TOM KING 262-549-1192
IBC ENGINEERING TOM KING 262-549-1193

II-A PRIMARY 
OCCUPANCY:

2 OR MORE
YES STANDPIPES NO CLASSIII

1 F/P = 1.000

1 W/30 = 0

0 If = 0.00

PLUMBING

NAME OF PROJECT:

DESIGN RESPONSIBILITY

BUILDING SUMMARY

I-2

WILLIAM S. MIDDLETON VAMC GROUND FLOOR RENOVATIONS

NUMBER OF STORIES

OWNER OR AUTHORIZED AGENT:

NUMBER OF STORIES ABOVE GRADE:

ARCHITECTURAL

OTHER

ADDRESS:

PRIMARY CONSTRUCTION TYPE:

STRUCTURAL
CIVIL

PROPOSED USE:
2500 OVERLOOK TERRACE, MADISON, WI 53705-2254
BUSINESS/HOSPITAL ADMINISTRATION OFFICE
VETERANS ADMINISTRATION

RETAINING WALLS HIGHER THAN 5'

SPRINKLER/STANDPIPE

Perimeter of building that fronts a public way 
or open space with 20' minimum width (F)=

Width of public way or open space (max value 
of 30 feet), see 506.2.1 (W)=

DISCIPLINE

CODE ENFORCEMENT JURISDICTION:
OWNED BY:

Overall perimeter of building (P)=Section 506, Eq. 5-2

BUILDING FULLY SPRINKLERED

ELECTRICAL
MECHANICAL


















